Loadbank ﬁeport

\ Qu |N N I c AT Date: 10125124 JobNo:  WX83053
Ty ER ... . . =
POWER ‘8YSTEMS F Tach ID: 3660 Job Type: Contract Services
! Tech Name: LUIS RUIZ
I3500 Shepherd St., City of Industry, CA 30601 - {562) 463-6051  Store: 37 Phone #: 31(-748-7854
Customer Information Account; M016139 Agreement #: 0
Site Name: Blllnﬂ. Gnnhcl WES
Address: [677 S LA BREA Bilinglg77 5 LA BREA Ofice #:/213-222-5884
Chty: LOS ANGELES city:|LOS ANGELES Mobile #:
Zip: 80036 Bllling Zip:{ 80036 Emall:
Equipment Information GENERATOR
[ Generator Meter Hou
plarcy MITSUBISHI ek BALDOR start: 4 1411 Phase 3
Erplno Generator Seter Hou ;
: S1ZR-Y2PTAW-1 | °0 IDLC1250-2M L'r'l'.' 1412 ey 1879
Ganerator
m 14006 R P0910010010 | ; t Hortz: - 80 o
E! ""': NiA m 1250 Vol AC: 480 KVA: 1563
N 1 Hour plarsed 1.0 Vol BC: N/A i N/A
8.00 30%] 379.5 488 489 487 420 436 49 60.0 90 120
115 99%| 1242.5 490 491 485 1428 1456 1520 60.0 2] 159
130 101%| 1256.8 496 498 496 1422 1448 1613 60.0 2 165
8:45 100%]| 1255.4 498 497 495 1419 1450] 1509 60.0 72 167
9:00 100%] 1248.0 495 495 493 1430 1440 1503 60.0 71 170
9:10 COOL| DOWN 494 493 495 2 4 6 60.0 74 157
1HR TEST COMPLETE. i
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Customer Signature: Technician Signature: .ém /@4&?

Print Name: WES Customer Phone #: 21 3-222-%84




Loadbank ﬁeport

G

.,QUINN Lo ol c AT Date:  10/25/24 JobNo:  WX83053
139 LA st Tech ID: 3660

: ™
POWER ;*SYS.T.EMS Job Type: Contract Services
* Tech Name: LUIS RUIZ
I3500 Shepherd St., City of Industry, CA 90601 - (562) 463-6051  Store: 37 Phone #; 310-748-7854
Customer Information Account; M018139 Agreement #: 0
Site Name: B"""“_I{ °°'"'°f|wes
Address: [677 S LA BREA Billingls77 5 LA BREA Office #:[213-222-5884
Ciy:  [LOS ANGELES Gity:|LOS ANGELES Mobile #:
zp:  [s003s Billing Zip: 80036 Email:
Equipment Information » : GENERATOR
Engine Generator Meter Hour -
e MITSUBISHI ek BALDOR g 556 Phase 3
e | s1zr-vzPTAW.1 | Spemt | iDLC1250.2M | MemeHow 557 Ampe: 1879
E Generator Generator |
e 13847 PRy P030922001 -4 Hortz: 60
!5"9': NiA et 1250 Volt AC: 480 KVA: 1563
s 1 Hour L 1.0 Vol C: N/A i NIA
10:15 30%| 3794 478 480 482 498 426 5 0.1 85 122
10:30 100%)] 1250.4 480 479 481 149 1513 1508 0.1 70] 164
10:45 100%)] 1248.7 480 479 481 149 1509 1506 60.1 69 169
| 1100 100%]| 1247.9| 481 479 481 1482' 1507 1504 60.0 69 172
11:15 100% 1247.0} 481 479 480 1487 1507 1506 60.0 68 173
11:26 | COOL| DOWN|  480]  480] 480 0 0 0] 600 74| 152
00
1HR TEST COMPLETE.
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Customer Signature: Technician Signature: »éw /é“g

Print Name: WES Customer Phone #: 21 3'222'5&




